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CATEGORY: Power Units
LISTEE: Firecom Inc., 39-27 59 Street, Woodside, NY 11377

Contact: Howard Kogen (718) 899-6100 Fax (718) 899-1932

DESIGN: Model FAL400UL-ADA Power-limited Indicating Circuit Power Supply Module. Refer to
listee's data sheet for additional detailed product description and operational
considerations.

INSTALLATION: In accordance with listee's printed installation instructions, applicable codes and ordinances
and in a manner acceptable to the authority having jurisdiction. The standby batteries must
provide 24 hours standby power during power loss. The battery circuit shall be fully

supervised.
MARKING: Listee's name, model number, electrical rating and UL label.
APPROVAL.: Listed as a power-limited indicating circuit power supply module for use with separately

listed compatible fire alarm control units and indicating devices.
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